The indoor environment of a modern museum building, the Sainsbury Centre for Visual Arts, Norwich, UK.
A multi-disciplinary approach was used to investigate the indoor environment of a modern museum building, and its suitability for the conservation of the collection therein. Climate, gaseous and particulate pollution and the concentrations of bacteria were measured in summer and winter campaigns. While the environment overall was found to be an acceptable one, a number of drawbacks were highlighted, the most serious of these being the large temperature and humidity fluctuations that occurred in the summer.